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TOWN OF YORK 
PUBLIC WORKS FUELING FACLITY 

 
NOTICE TO CONTRACTORS 

 
PROJECT DESCRIPTION: YORK PUBLIC WORKS FUELING FACLITY 
 
The Town of York, Maine is accepting sealed bids to provide and install a new fueling facility at the 
York Public Works site located at 810 US Route 1, York Maine.   
 
Summary of Work (Provide and Install complete): 

 
1. One (1) 10,000-gallon double wall aboveground gas tank (Type I 360), 8’ diameter x 26’8” 

in length), saddles secured to concrete pad, primer paint and white epoxy exterior finish 
paint, fuel monitoring sensors, manways, emergency vents, piping, fittings, leak 
monitoring, height level alarm, wiring, tank gauges, markings and all other work for a 
complete operating tank. Tank shall comply with applicable local, state and federal 
regulations.  UL-142. 

    
2. One (1) 10,000-gallon double wall aboveground diesel tank (Type I 360), 8’ diameter x 

26’8” in length), saddles secured to concrete pad, primer paint and white epoxy exterior 
finish paint, fuel monitoring sensors, manways, emergency vents, piping, fittings, leak 
monitoring, height level alarm, wiring, tank gauges, markings and all other work for a 
complete operating tank.  Tank shall comply with applicable local, state and federal 
regulations. UL-142 

 
3. T-Box stairway with platform over both tanks, primed and finished painted with safety 

yellow epoxy paint located between tanks to access catwalks. 
 

5. Contractor to prepare, file and obtain Maine DEP permits. 
 

6. Two (2) Fleet two product dispenser each to have a gas and diesel nozzle. Include 
high lift hoses and nozzles 

 

7. Two (2) canopy bases for future large canopy (30’ by 40’). 
 

8.   Two (2) single LED lights and poles mounted on the canopy bases.   
 

9.    Fuel Management System equal to Petrovend PV Pro Base system that includes: 1 

PV200 Fuel Island Terminal (FIT), External Fuel Site Controller (FSC), SQL Lite PC 
Based software w/5 Site Licenses and Factory Direct Startup Training.  PV pro Supports 
One FIT, 4 Hose Positions, 1,000 Chip Keys and 500 Transaction FSC.  Provide and 
install (1) 48” pedestal with (100) encoded chip keys. 

 
10.  All electrical work and conduits. 
 
11. Concrete dispensing Island (3’ by 32’) with six (6) steel bollards.  Locations coordinated 

with Town. 
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11. Work to be completed by Town of York Public Works. 
 

a. Site excavation, backing, gravels, and paving. 
b. Utility trenching. 
c. Concrete for fuel tank pads. 
d. Fencing and guardrails 

 
 
NOTICE DATE:  November 1, 2021 
 
BID OPENING DATE: November 18, 2021 
 
BID OPENING TIME:  12:00 PM E.S.T. 
 
A pre-bid meeting will not be held for the project.  Contractors are required to field review the 
roadway improvement area before bidding and direct any questions to Owens McCullough, P.E. 
omccullough@sebagotechincs.com.  Bids will be opened after the bid time and will then be 
evaluated.  The opening will not be public.   
 
 
BID RESPONSES MUST BE RECEIVED NO LATER THAN THE BID DUE DATE AND TIME (LOCAL 
TIME) SPECIFIED ABOVE.  LATE BIDS WILL NOT BE CONSIDERED AT THE DISCRETION OF 
THE TOWN OF YORK. 
 
TO ALL PROSPECTIVE CONTRACTORS/BIDDERS: 
 
You are hereby invited to submit your bid for the item(s) to be furnished and delivered, shipped to the 
address specified herein. 
 
All bids must be received in sealed envelopes marked “York Public Works Fueling Facility”. 
 
All bids are subject to staff analysis and Town of York approval.  The Town of York reserves the right 
to accept or reject any and all bids received and waive any and all technicalities. 
 
Bids can be mailed or e-mailed to the following address but must be received by the bid date and time. 
 

Sebago Technics, Inc. 
Owens A. McCullough, P.E. 
75 John Roberts Road, Suite 4A 
South Portland, Maine 04106 
omccullough@sebagotechnics.com 

 
Bids can be hand-delivered to the offices of Sebago Technics, Inc. before the bid due date and 
time and will be opened after the bid due date and time.  A public opening will not be held.   
 
Copies of the contract documents and specifications shall be obtained from Sebago Techincs, 
Inc.  Contract documents not obtained from Sebago Technics; Inc. will invalidate any submitted 
bid for the project.  Any and all inquiries about this bid can be directed to Owens A. McCullough 
at Sebago Technics, Inc. at least 5 working days prior to bid opening.  
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All proposals shall be submitted on the attached form and are to remain open for ninety (90) days after 
their opening.  Late bids, bids without the required amount or form of surety, bids not signed and 
facsimile bids will not be accepted. 
 
The successful proposer shall agree to defend, indemnify and save the Town and Engineer harmless 
from all losses, costs, or damages caused by its acts or those of its agents, and, before signing the 
contract, will produce evidence satisfactory to the Town Manager of coverage for General Public and 
Automobile Liability insurance in amounts not less than $400,000 per person, for bodily injury, death, 
and property damage, protecting the contractor and the Town, and naming the Town as an additional 
insured from such claims, and shall also procure Workers’ Compensation insurance.  The Town 
disclaims any and all responsibility for injury to contractors, their agents or others while examining the 
job or at any other time. 
 
The contractor shall supply the Town with a Performance Bond and Payment Bond, each in the amount 
of the contract price, guaranteeing one hundred percent (100%) performance of the contract, including 
the guarantee period and free and clear of any and all liens, attachments and encumbrances.  All such 
bonds shall comply with the requirements of Maine State Law.   
 
Prior to any payment by the Town, the contractor will be required to supply the Town with a Waiver of 
Lien – Material and Labor for the total awarded contract cost, guaranteeing payment in full for all labor 
and materials used or required in connection with the work described in this bid.  The Town may also 
require waivers of lien, signed by individual subcontractors, with requests for progress payments.  Any 
mechanic’s lien or any other lien which may be filed against the premises which are the subject of the 
contract by reason of the work described herein shall be defended (by counsel reasonably acceptable 
to the Town) and promptly discharged by the Contractor at its own expense.  If the Contractor should 
fail either to defend the Town against the lien or to discharge it, then the Town may do so at the 
Contractor’s expense.  In the event of such an undertaking by the Town, the Contractor will promptly 
reimburse the Town for all its costs and expenses in so doing including, but not limited to, 
reimbursement of the Town’s reasonable counsel fees and costs which may be incurred by it in 
substituting a bond in place of the lien. 
 
Materials and equipment purchased for permanent installation in this project are exempt from the State 
of Maine Sales and Use tax and from all Federal Excise taxes.  Each bidder shall take this exception 
into account in calculating his bid price for the work. 
 
The contractor shall furnish all labor, materials, fixtures, supplies, equipment and transportation 
necessary to do the work as specified.  Work shall be conducted in an orderly manner and all work 
shall be performed in accordance with best trade policy and in conformance with pertinent OSHA, 
Local, State, and Federal Government regulations.  Contractors will be responsible for acquiring all 
necessary permits, licenses and pay all associated fees (including dump disposal fees and disposal 
taxes, if applicable), unless otherwise specified herein. 
 
The contractor shall erect and maintain, at all times, any and all safeguards necessary for the protection 
of life and property of all pedestrian and vehicular traffic.  The contractor is responsible for any and all 
work to accomplish this task.  No additional payment or costs will be made to the contractor for this 
work. 
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The Town of York, Maine, reserves the right to waive any informalities in bids, to accept any bid and 
to reject any and all bids should it be deemed for the best interest of the Town to do so.  The Town 
reserves the right to substantiate proposer’s qualifications, capability to perform, availability, past 
performance record, and to verify that bidders are current in their obligations to the Town.  This project 
will be subject to funding approval by the Board of Selectman. 
 
The Town may eliminate individual pay items from the bid as determined by the Town.  The contractor 
shall not be entitled to any compensation or claims due to the elimination of pay items and/or changes 
in pay items. 
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PROPOSAL 
 

 

Proposal of  __________________________________________________________________ 
Name 

 
 

  __________________________________________________________________ 
Address 

 
 

The name and address shown on the above lines shall be the official name and address of the person, 
partnership or corporation submitting this proposal and shall agree with the "Signature of Bidder" in the 
case of an individual; the "Name of Firm or Partnership" in the case of a firm or partnership; the "Name 
of Bidder" in case of a corporation. 
 
 

TO: Sebago Technics, Inc. 
Owens A. McCullough, P.E. 
75 John Roberts Road, Suite 4A 
South Portland, Maine 04106 
omccullough@sebagotechnics.com 

 
Dear Town of York: 
 

The undersigned having carefully examined the Plans; the Standard Specifications; the Supplemental 
Specifications; Contract Agreement and Contract Bonds contained herein for the York Public Works 
Fueling Facility on which proposals will be received until the time specified in the "Notice to 
Contractors", this work being situated at the location described in the "Notice to Contractors" sheet 
number N-1 of this book, York Public Works Fueling Facility and in case of award, do(es) hereby 
propose and offer to enter into a contract to supply all the materials, tools, equipment and labor required 
to perform and construct the whole of the work in strict accordance with the terms and conditions of 
this contract at the unit prices stated in the following "Schedule of Items." 
 

This Proposal may be accepted by the Town of York at any time within ninety (90) calendar days after 
opening of the bids.  The Town reserves the right to accept or reject any and all bids for any reason so 
determined. 
 

(Fill out prices in ink, in writing and in figures; in case of a discrepancy between prices in writing and 
prices in figures, the writing shall govern.  In case of discrepancy between total of items and total of bid 
amount stated, total of items shall govern.  Use the pages in this document when submitting proposal 
and submit contract document intact.) 
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The pay items are Lump Sum and will be paid based upon the percentage complete determined and 
approved by the Town of York. 
 
The Contractor shall submit with the bid a schedule for lead time to obtain the fueling tanks and 
related systems along with the time for installation upon delivery of the system components.  
The Contractor shall coordinate with the Town of York to allow for adequate time of the Town 
Public Works Department to complete the earthwork, utility trenching and construct the 
concrete pads for the fueling tanks.  The Contractor shall also be prepared to provide immediate 
response and service (within 2 hours) for emergency projects that may result from natural disasters, 
storms, or public safety concerns.  The Town may request items beyond those specified in the Contract 
Documents which shall be negotiated with the Town Public Works Director. 
 
 
 

Schedule of Items – York Public Works Fueling Facility 
 

  

 BASE BID Unit Price              Amount 

Item 
No. 

Quantity Item with Unit Bid Price 
Written in Words 

Dollars Cents Dollars Cents 

1 1 
L.S. 

Tanks, components, piping, canopy bases, electrical, 
monitoring systems, permitting and all other work for a 
complete installation. 

@   

  
Per Lump Sum 

    

2 1 

L.S. 
(2) Fleet two product town hose dispensers. 

@   

  
Per Cubic Yard 

    

3 1 
L.S. 

Petrovend PV Probase System 

@   

  
Per Cubic Yard 
 

    

4 
 

1 
L.S. 

Bonds 
 

@   

  
Per Linear Foot 
 

    

TOTAL AMOUNT OF BID PROPOSAL, WRITTEN AND IN FIGURES BASED ON ESTIMATE OF 
QUANTITIES. 

______________________________________________________________________________________________________ 
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The undersigned also agrees as follows: 
 
  FIRST:  To do any extra work, not covered by the above schedule of items, which 

may be ordered, and to accept as full compensation, therefore, such prices as may be 
agreed upon in writing by the Town and the Contractor. 

 
  SECOND:  Begin work and complete the work promptly as agreed to by the Town 

of York.  Upon starting the work, the Contractor shall work consistently until the project 
is complete.  

 
THIRD:  That this offer is to continue open to acceptance until the formal contract 

is executed by the successful bidder of this work, and the Town may at any time without 
notice accept this proposal whether any other proposal has previously been accepted 
or not.  Provided, however, that the Town will accept, in writing, one of the proposals 
made, or reject all proposals made, within ninety (90) calendar days after the date of 
opening of the proposals. 

 
  The Undersigned hereby declares that he/she or they are the only person(s), firm 

or corporation interested in this proposal as principal, that it is made without any 
connection with any other person(s), firm or corporation submitting a proposal for the 
same. 

 
The Undersigned hereby declares that they have read and understand all 

conditions as outlined in the contract and specifications, and that their proposal is made 
in accordance with same. 

 
The Undersigned hereby declares that any person(s) employed by the Town of 

York, Maine, who has direct or indirect personal or financial interest in this proposal or 
in any portion of the profits which may be derived therefrom has been identified and the 
interest disclosed by separate attachment.  (Please include in your disclosure any 
interest which you know of.  An example of a direct interest would be a Town employee 
who would be paid to perform services under this proposal.  An example of an indirect 
interest would be a Town employee who is related to any officers, employees, principal 
or shareholders of your firm or to you.  If in doubt as to status or interest, please disclose 
to the extent known.) 

 
 
Respectfully submitted this _____________ day of _______________________, 2021. 
 
(Phone, Fax and Signatures for an Individual,  Firm, Partnership or Corporation on next page.) 
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PROPOSAL (continued) 
IF AN INDIVIDUAL, SIGN HERE 
 

 Signature of Bidder ____________________________________________________ 
 

 Address ____________________________________________________________ 
 

 ___________________________________________________________________ 
 

IF A FIRM OR PARTNERSHIP, SIGN HERE 
 

 Signature of Bidder ___________________________________________________________ 
 

 Name of Firm or Partnership ____________________________________________________ 
 

 Business Address, Phone No. and Fax No._________________________________________ 
 

 ___________________________________________________________________________ 
 

 Names and Addresses of Members of Firm or Partnership: 
 ___________________________________________________________________________ 
 

 ___________________________________________________________________________ 
 

 Social Security No. and Tax I.D. No.______________________________________________ 
 

 ___________________________________________________________________________ 
 

IF A CORPORATION, SIGN HERE 
 

 Name of Bidder _____________________________________________________________ 
 

 Authorized Signature _________________________________________________________ 
     (name)    (title) 
 

 Business Address, Phone No. and Fax No._________________________________________ 
 

 ___________________________________________________________________________ 
 

 Tax I.D. No._________________________________________________________________ 
 

 Incorporated under the Laws of the State of _______________________________________ 
 

 Names and Addresses of Officers of the Corporation: 
 

 President __________________________________________________________________ 
 

 Secretary __________________________________________________________________ 
 

 Treasurer __________________________________________________________________ 
 

  _____________________ss 
 

 Before me, personally appeared ________________________________ and acknowledged 
 that the signature to the preceding bid is his/her signature in his/her official capacity. 
 

Date:  ____________________________  _______________________________________ 
       Notary Public - Signature and Seal 
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ALL CORPORATIONS MUST SIGN THIS FORM 
AND SUBMIT WITH THE BID PROPOSAL 

 
(Insert copy of that part of the records of the corporation wherein authority is given to the officer 

of that corporation to sign this bid on behalf of the corporation.) 
 
_______________________________________________________________________________ 
 
_______________________________________________________________________________ 
 
_______________________________________________________________________________ 
 
_______________________________________________________________________________ 
 
_______________________________________________________________________________ 
 
_________________________ 
 (date) 
 
The above is a true copy of the records of the __________________________________________ 
 
Corporation, which records are in my legal custody. 
 
      _____________________________________________ 
       Officer having custody of the records 
 
_____________________________ss 
 
Before me appeared, ____________________________________________, _________________ 
 
_______________________ of the ________________________________ Corporation, and made 
 
oath that the above statement is true. 
 
 
 
      _____________________________________________ 
       Notary Public - Signature and Seal 
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NOTICE 
 

(This Must Be Filled Out) 
 

 The full names and residences of all persons interested in this bid as principals are as follows:  
(In case of Corporation, include and identify President, Treasurer, Manager) 
 
____________________________________ ______________________________________ 
 
____________________________________ ______________________________________ 
 
____________________________________ ______________________________________ 
 
 
 

 
LIST OF REFERENCES AND PROJECT NAME 

 
(This Must Be Filled Out) 

 
 

Project            Date    Type of   Name of  Contact  
Name   Completed  Project   Contact  Phone No. 

 
1. _________________________________________________________________________ 
 
 
2. _________________________________________________________________________ 
 
 
3. _________________________________________________________________________ 
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AGREEMENT BETWEEN THE 

TOWN OF YORK 

AND 

(CONTRACTOR) 

 

  AGREEMENT entered into this _________ day of ____________________, 20 

____, by and between the TOWN OF YORK, a body politic and corporate, (hereinafter the 

"TOWN"), and ________________________, located at ______________________________ 

(hereinafter the "CONTRACTOR"). 

 

W I T N E S S E T H 

  WHEREAS, the TOWN requested a proposal, entitled York Public Works Fueling 

Facility; and 

  WHEREAS, the CONTRACTOR did under date of ____________, 2021, submit a 

Bid for such work; and 

  WHEREAS, after due consideration of all the Proposals, the TOWN did award the 

Bid to the CONTRACTOR; 

  NOW THEREFORE, in consideration of the mutual promises made by each party 

to the other, the parties covenant and agree as follows: 
 

1. The CONTRACTOR shall furnish all labor, materials, equipment and transportation and 
shall perform all work required for the construction and completion in accordance with the 
specifications contained in the contract documents entitled York Public Works Fueling 
Facility dated August 16, 2021 (hereinafter referred to as "Contract Documents") of 
which this Agreement is a part.  All work shall be performed in strict conformance with the 
provisions of this Agreement, the Contractor’s Proposal, General and Detailed 
Provisions, Plans, and Specifications of the Contract Documents which are attached 
hereto and made a part of this Agreement.  
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The restatement in this Contract of any of the terms of said Contract Documents and 
Standard Specifications shall not be deemed to waive any terms not so restated. 

 
 
2. It is agreed that the quantities given in the "Schedule of Items" in the CONTRACTOR's 

Proposal Section of the Contract Documents will be used as the basis for determining the 
amount due under this Contract Agreement.   

 
 
3. The CONTRACTOR covenants and agrees that all work performed and materials used 

shall be free from all defects, and that all work be performed as specified. 

 
 
4. The TOWN reserves the right to require Waivers of Lien from subcontractors and/or 

suppliers prior to each progress payment made to the CONTRACTOR pursuant to the 
terms of this Agreement. 

 
 
5. Prior to the execution of this Agreement, the CONTRACTOR shall procure and maintain 

General Liability Insurance coverage and Automobile Insurance coverage in amounts of 
not less than Four Hundred Thousand Dollars ($400,000.00) combined single limit, naming 
the TOWN as an additional insured thereon, and shall also procure Workers' Compensation 
Insurance coverage.  CONTRACTOR shall furnish and thereafter maintain certificates 
evidencing such coverage, which certificates shall guarantee thirty (30) days' notice of 
termination of insurance from insurance company or agent. 

 
 
6. To the fullest extent permitted by law, the CONTRACTOR shall defend, indemnify and hold 

harmless the TOWN, its officers and employees, from and against all claims, damages, 
losses, and expenses, just or unjust, including but not limited to the costs of defense and 
attorneys' fees arising out of or resulting from the performance of the Agreement, provided 
that any such claims, damage, loss or expense (1) is attributable to bodily injury, sickness, 
disease, or death, or to injury to or destruction of tangible property, including the loss of 
use therefrom, and (2) is caused in whole or in part by any negligent act or omission of the 
CONTRACTOR, anyone directly or indirectly employed by it, or anyone for whose act it 
may be liable.  

 
 
7. Upon receipt of executed contracts and insurance as required, the TOWN will send an 

executed TOWN contract to the CONTRACTOR.  The CONTRACTOR agrees to perform 
no work under this Agreement until it receives Notice to Commence Work for a project(s) 
and to complete the work within the time limits given in the Proposal.   Prior to beginning 
any work, the Contractor shall field review the site with the Town and shall establish a 
schedule for completing the work within the specified contract period. 
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8. Any mechanic's lien or any other lien which may be filed against the premises which are 
subject of this Contract by reason of the work described herein shall be defended (by 
counsel reasonably acceptable to the TOWN) and promptly discharged by the 
CONTRACTOR at its own expense.  The TOWN may require the CONTRACTOR to 
provide a bond satisfactory to the TOWN and indemnify it against any lien and as 
substitution in place of a lien.  If the CONTRACTOR should fail either to defend the TOWN 
against the lien or to discharge it, then the TOWN may do so at the CONTRACTOR's 
expense.  In the event of such an undertaking by the TOWN, the CONTRACTOR will 
promptly reimburse the TOWN for all its costs and expenses in so doing including, but not 
limited to, reimbursement of the TOWN’s reasonable counsel fees, as well as costs which 
may be incurred by it in substituting a bond in place of the lien. 

 
9. The CONTRACTOR shall perform the work to the satisfaction of the responsible TOWN 

official who will have the right of inspection at all times, and whose approval and 
acceptance of the work will be a condition precedent to payments by the TOWN under this 
Contract.  TOWN inspectors will have the authority to stop work in progress if such work 
is being done contrary to the plans, specifications, or engineering practice.  This notice 
may be given verbal or written order.  

 
10. Any controversy or claim arising out of or related to this Agreement which cannot be 

resolved between the parties shall be submitted to the Superior Court for Cumberland 
County.  At the town’s discretion, non-binding mediation maybe required for dispute 
resolution. 

 
11. The CONTRACTOR shall guarantee the work for a period of one (1) year and as specified 

in contract documents for the faithful remedy of any defects due to faulty materials or 
workmanship and payment for any damage resulting therefrom. 

 
12. The CONTRACTOR shall keep accurate records of all services performed under this 

Agreement and shall submit such information to the TOWN on a monthly basis.  Payment 
for such services shall be made to the CONTRACTOR not more than thirty (30) days after 
receipt of said forms and acceptance of the work by the TOWN.  The TOWN will keep 
10% retainage for each monthly invoice for services.  The retainage will be released or 
reduced as determined by the TOWN at completion of the project. 

 
13. The TOWN may terminate this Agreement for cause by written Notice to the 

CONTRACTOR.  In the event of such termination, the CONTRACTOR shall not be entitled 
to any further payment under this Agreement from the date of receipt of said Notice except 
for services satisfactorily performed prior to the date of receipt of the Notice if the TOWN 
does not have damages exceeding the value of the satisfactory work. 

 
14. The TOWN will have the right to terminate this Agreement at any time for its convenience 

on prior written Notice to the CONTRACTOR.  If this Agreement is terminated by the 
TOWN for convenience, the TOWN will pay the CONTRACTOR for all work performed 
and all materials purchased pursuant to this Agreement prior to receipt of said Notice. 
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15. The CONTRACTOR shall verify the locations of existing utilities with the appropriate utility 
companies prior to the start of construction.   

 
16. The CONTRACTOR shall be fully responsible to the Owner for the acts and omissions of 

its subcontractors, and of person either directly or indirectly employed by them, and shall 
hold subcontractors to the same terms and conditions as THE CONTRACTOR is held 
under this Agreement.  The CONTRACTOR shall inform subcontractors that the Owner 
will notify them they may not make claims or file liens against the project. 

 

 IN WITNESS WHEREOF,  the said TOWN OF YORK has caused this Agreement 

to be signed and sealed by ___________, its Town Manager, thereunto duly authorized, and 

_________________________ has caused this Agreement to be signed and sealed by 

_________________________, its _______________________, thereunto duly authorized, 

the day and year first above written. 

 

WITNESS      TOWN OF YORK 

 

________________________________  BY: __________________________________ 

        It’s Town Manager 

 

       CONTRACTOR 

 

________________________________  By: __________________________________ 

              __________________________________ 
         (Print or type name) 

       Its ___________________________________ 
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WAIVER OF LIEN 

MATERIAL OR LABOR 

 

State of _________________ 

County of ________________ 

To all whom it may concern: 

 The undersigned ___________________________ has been employed to furnish 

________________________ for the project known as York Public Works Fueling Facility, 

Town of York, County of Cumberland, State of Maine. 

  

The undersigned for and in consideration of the sum of $ ________________ and other good and 

valuable consideration the receipt whereof is hereby acknowledged, do hereby waive and release 

any and all rights and liens, or claim of right to lien on said above described project under the 

statutes of the State of Maine relating to Mechanic's Lien on account of Labor or Material or both 

furnished or which may be furnished by the undersigned to or on account of said 

_______________________ for said building and premises. 

 This Waiver of Lien shall become effective upon the issuance of a check by the Town of York 

payable to _____________________ and ______________________________ in the amount of 

_______________________. 

 Given under oath, my hand and seal this ___________ day of ______________, 20 _____. 

 
 By:   
 
         

  

 
 Its   

 
 Notarized:  __________________________ this ______ day of    ,20 _____. 
 
My commission expires    
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WAIVER OF LIEN 
(Subcontractor/Supplier/Employee) 

 
 The undersigned has performed labor and furnished materials and/or performed services for 

___________________________ on behalf of the Town of York, in performance of the 
contractor’s agreement of _________________ with the Town of York for the York Public Works 
Fueling Facility - ____________________   at   ________                       
_______________________________________________________________________. 

                                                                                                                                                     

 
 In consideration of the sum of $ _________________, the undersigned hereby waives all rights 

and liens, including, but not limited to, liens pursuant to 10 M.R.S.A. Sec. 3251, et. Seq., which 
the undersigned may now or hereafter claim or assert against the above described building, 
appurtenance, wharf, pier and/or land; the above-described project; and the Town of York. 

 
 This Waiver of Lien shall become effective upon the issuance of a check by the Town of York 

payable to ________________________ in the amount of $__________________. 
 
 IN WITNESS WHEREOF the undersigned has hereto set its hand this ________ day of 

____________________________, 20__. 
 
 By:   
 
   
   
 
 Its   
 
State of Maine 
 , ss 
 
 Before me appeared _________________________ and acknowledged that the signature to the 

preceding waiver is his/her signature in his/her official capacity. 
 
 Date:   
 
   
  (Notary Public) 
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 SPECIAL PROVISIONS 
 
The following Special Provisions shall be adhered to by the Contractor.  All work associated with the 
special provisions shall be considered incidental to the pay items. 

F-1  Working Hours 
 No work shall proceed on this project prior to the hour of 7:00 A.M. or after 7:00 P. M. (prevailing 

time) on any working day.  The definition of work for this specification shall include the starting or 
moving of equipment, machinery, or materials.  Any day worked for four hours or more shall be 
considered a full working day. Weekend work will only be allowed if approved by the Town 
Manager. 

F-2  Utility Coordination 
 The Contractor will be responsible for notifying utility representatives of the anticipated 

construction schedule.  The Contractor will be responsible for all utility coordination, protection of 
existing infrastructure and any damages to existing utilities as a result of the work at no additional 
cost to the Town.  An underground Telecommunications Cable is present within the project area 
and shall be the Contractors responsibility to identify and take precautions not to impact the cable 
or have the utility company relocation the cable. 

F-3  Protection of Trees 
 The Contractor shall be responsible for the preservation of all trees on the project which are not 

called to be removed.  Any trees damaged by the Contractor’s operations shall be repaired using 
approved tree dressing or paint. 

F-4  Maintenance and Protection of Traffic 
 The project site is an operating Public Works Facility.  The Contractor shall be responsible for the 

coordination with the York Public Works to avoid adverse impacts to operations.  

F-5 Materials 

 Materials shall meet the requirements specified for the various subsections of the specifications 
and as indicated on the contract drawings.   

F-6 Sheeting and Bracing 
 The contractor shall be responsible for any sheeting and/or bracing required for the satisfactory 

installation structures. 

F-7  Waste Areas 
 The contractor shall be responsible for the removal and disposal of waste in accordance with all 

applicable local, state and federal laws and regulations. 

F-8  Occupational Safety and Health 
The Contractor is hereby advised that all work to be furnished to the Town shall be performed with 
equipment, methods, and use of personnel in conformance with the pertinent Occupational Safety 
and Health Act requirements of the State of Maine and with the regulations for construction as 
specified by the Department of Labor and Occupational Safety and Health Administration (OSHA) 
as currently amended. 

F-9  Pre-construction Conference and Meetings 
 Contractor shall attend a pre-construction meeting and shall meet as needed with the Town during 

the project construction.   

F-10  Schedule of Operations 
 The contractor shall cooperation with the Town of York to complete the work within a coordinated 

timeline and work diligently with the Town to complete the work in a timely manner. 

F-11  Extent of Open Excavation 
 The extent of excavation open at any one time shall be controlled by OSHA regulations and by 

existing conditions and location of work area. 
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SPECIAL PROVISIONS (continued) 

 
F-12  Questions Regarding Plan and Documents 

 Questions from prospective bidders relative to this Contract shall be directed to: 

Sebago Technics, Inc. 
Owens A. McCullough, P.E. 
75 John Roberts Road, Suite 4A 
South Portland, Maine  04106 
omccullough@sebagotechnics.com 

 

No later than five working days before bid opening. 

 

 Questions received after this time will not be addressed.  Responses from the Town that 
substantially alter this bid will be issued in the form of a written addendum to all bid holders 
registered at the town.  Oral explanations or interpretations given before the award of this contract 
will not be binding.  Receipt of any addenda must be acknowledged in writing as part of a proposal.  
Each bidder shall be responsible for ensuring that they have received any and all addenda.  The 
Town shall not assume responsibility for the receipt by the Contractor for any addenda. 

F-13  Operations Manuals, Training and Record Information 
 Upon completion of the project, the Contractor shall deliver to the Town Public Works Director 

operations manuals, permits, training documentation, safety information, warranties, maintenance 
and inspection contact information, tank diagrams and other relevant information for the operation 
of the fueling system.  Contractor shall hold on-site training and startup testing.  14  Waste Material 

 All waste material shall be removed from the site and the area left clean upon completion of work.  
Any equipment or structures damaged by the Contractor shall be repaired or replaced at no 
additional cost to the Town. 

F-14  Quality Assurance 
 The Contractor shall be responsible at all times for maintaining top quality assurance during 

performance of his work.   

F-15  Sanitary Facilities 
 The Contractor shall provide self-contained toilet units in sufficient numbers for use of all persons 

involved in the work. 

F-16  Bids 
 No bids shall be withdrawn within a period of Ninety (90) days after the opening of the bids. 

F-17  Sanitary facilities, storage/office trailers and other misc. work items not specifically referenced or 
included in bid items. 

Any sanitary facilities, storage/office trailers and other misc. work items not specifically referenced 
or included in bid items but necessary to complete the project in conformance with the plans and 
specifications shall be considered incidental to the costs of construction and pay items.  No extra 
payment will be made. 

F-18  Submittal of Monthly Requisitions. 
Contractor shall submit monthly requisitions by the 25th of each month broken down sufficiently to 
for the owner to assess the work completed.  Upon review and approval of the requisitions by the 
Town, the Town will process and issue payment for the requisitions less a 10% retainage and any 
pay items or amounts in dispute by the Town.  The Contractor’s requisitions shall include the 10% 
retainage based upon the total amount of the requisition. 
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SECTION 118300 

 

FUEL PUMPS AND FUEL TANK SYSTEM  

 

 

PART 1 - GENERAL 

 

1.1 RELATED DOCUMENTS 

 

A. Drawings and related specifications for other disciplines, apply to this Section. 

 

B. The equipment must be designed to meet the following specifications: 

 

• National Electrical Code,  

• NFPA 30 and 70 Uniform Fire Code 

• Underwriters Laboratories 1238FCC, Part 15, Class A  

• Applicable building codes specified in related specifications 

• Applicable Fire Marshal and Maine Department of Environmental Protection 

requirements and regulations 

 

1.2 SUMMARY 

 

A. Provide and install a complete operating re-fueling system including: 

 

• Concrete fueling island. One (1) 10,000-gallon double wall aboveground gas tank 

(Type I 360), 8’ diameter x 26’8” in length), saddles secured to concrete pad, primer 

paint and white epoxy exterior finish paint, fuel monitoring sensors, manways, 

emergency vents, piping, fittings, leak monitoring, height level alarm, wiring, tank 

gauges, markings and all other work for a complete operating tank. Tank shall 

comply with applicable local, state and federal regulations.   

 

• One (1) 10,000-gallon double wall aboveground diesel tank (Type I 360), 8’ 

diameter x 26’8” in length), saddles secured to concrete pad, primer paint and white 

epoxy exterior finish paint, fuel monitoring sensors, manways, emergency vents, 

piping, fittings, leak monitoring, height level alarm, wiring, tank gauges, markings 

and all other work for a complete operating tank.  Tank shall comply with applicable 

local, state and federal regulations. 

 

• T-Box stairway with platform over both tanks, primed and finished painted with 

safety yellow epoxy paint located between tanks to access catwalks. 

 

• Contractor to prepare, file and obtain Maine DEP permits. 

 

• Two (2) Fleet two product dispenser each to have a gas and diesel nozzle. Include 

high lift hoses and nozzles 

 

• Two (2) canopy bases for future large canopy (30’ by 40’). 
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• Two (2) single LED lights and poles mounted on the canopy bases.   

 

• Fuel Management System equal to Petrovend PV Pro Base system that includes: 1 

PV200 Fuel Island Terminal (FIT), External Fuel Site Controller (FSC), SQL Lite 

PC Based software w/5 Site Licenses and Factory Direct Startup Training.  PV pro 

Supports One FIT, 4 Hose Positions, 1,000 Chip Keys and 500 Transaction FSC.  

Provide and install (1) 48” pedestal with (100) encoded chip keys. 

 

• All electrical work and conduits. 

 

• Concrete dispensing Island (3’ by 32’) with six (6) steel bollards.  Locations 

coordinated with Town. 

 

• Tanks for diesel and gasoline with 30-year warranty. 

 

Work to be completed by Town of York Public Works. 

 

a. Site excavation, backing, gravels and paving. 

b. Utility trenching. 

c. Concrete for fuel tank pads. 

1.3 SUBMITTALS 

 

A. Product Data:  Include rated capacities; shipping, installed, and operating weights; furnished 

specialties; and accessories. 

 

B. Shop Drawings:  Submit complete shop drawings showing and describing all systems and 

components. 

 

C. Field Quality-Control Testing:  From Contractor.  Test all components and systems for 

proper operation meeting owners and manufactures requirements.  

 

D. Operation and Maintenance Data:  Provide complete bound emergency, operation, and 

maintenance manuals. 

1.4 WARRANTY 

A. Special Warranty:  Manufacturer's standard form in which manufacturer agrees to repair or replace 

all components that fails in materials or workmanship within specified warranty period.  Warranty 

requirements are specified for each component in specification. 

B. Service:  Provide 1 year of 24 hour/day complete system service from date of final project 

completion. 
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PART 2 - MATERIALS, SYSTEM REQUIREMENTS AND PERFORMANCE 

 

2.1  System Components – Fuel Management System. The fuel management (automated data col-

lection) system shall, as a minimum, consist of the items described below. 

 

A. Fuel Management System equal to Petrovend PV Pro Base system that includes: 1 

PV200 Fuel Island Terminal (FIT), External Fuel Site Controller (FSC), SQL Lite PC 

Based software w/5 Site Licenses and Factory Direct Startup Training.  PV pro Supports 

One FIT, 4 Hose Positions, 1,000 Chip Keys and 500 Transaction FSC.  Provide and 

install (1) 48” pedestal with (100) encoded chip keys. 

 

B.  Software is installed on an IBM compatible PC, permitting the encoding and re-encoding 

of keys; manipulation of transaction data for printing reports on vehicles, users, 

products, etc.; downloading of transactions and uploading of authorized user/vehicle lists 

and transfer and storage of data.  The fuel management system software must permit the 

use of a file server and client workstations. Transaction data may be transferred to any 

program accepting a flat ASCII file.  Software must include an invoicing capability that 

allows the user to generate invoices for selected customers or agencies from the central 

controller printer.   

 

F.  Chip Keys (100 encoded keys). 

 

 H.  Data Management and Reporting. 

 

1. Island key reader (one) may be downloaded by the central controller operator at 

his/her convenience, or at a time of day programmable by the central controller 

operator.  When automatically downloading, the system shall communicate with each 

site in sequence and generate a report of all transactions for individual sites once each 

24-hour period.  The system must be capable of unattended dialing and downloading, 

thus permitting downloading when sites are not in use and when phone rates are less. 

 The system shall also use TCP/IP and the local area network for communications. 

The software shall operate on an IBM compatible PC using Windows 2010, XP 

Professional or NT. The software shall permit networking.  

 

2. The system shall provide the following information at the central controller as a 

transaction record: 

• A unique transaction numbers 

▪ User identification number. 

▪ Vehicle Number. 

▪ Number of units (gallons, quarts, cubic feet, therms, etc.) dispensed to 

tenths, hundredths, etc. 

▪ Data & time. (Includes seconds) 

▪ Product number. 

▪ Key type 

 

3. The system shall be capable of totaling monthly fuel costs by organization number, 

vehicle ID number, agency number, and user number. 
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4. The system shall allow the operator to compile summary reports for all transactions 

by site, organization, date, vehicle, etc. 

 

5. The central controller shall be capable of displaying reports on the central controller 

monitor before the reports are printed. When reports are displayed on the monitor, 

the user shall be capable of scrolling up and down to view any page of the report. 

 

I.   Storage.  In the event of a power failure to the island key reader equipment located at the 

pump, the system shall have the capability to store all data collected up to the time of the 

power failure for a minimum period of three months.  The equipment at each fueling site 

must have the ability to operate if the central processor is down, limited only by the key 

reader's internal storage capacity.  There shall be a method to access dispenser 

transaction information should there be data transmission problems.  The main board, 

with memory, shall be removable and must be capable of being installed in an operating 

unit and downloaded; or, if the central controller is inoperable, another central controller 

shall be capable of downloading data.  Support for recovering data from the system shall 

also be provided by the factory when required. 

 

J.   Required Features.   These required features must be available, without exception. 

 

1. True Manual Override.  The system shall permit manual override of the fuel 

management system should any problem occur.  The override must be a complete, 

total by-pass of the fuel management system.  Thus, any requirement that parts of 

the fuel management system be operational for the manual override to function, for 

example, emit fiber optic signals, etc. is unacceptable.   

 

2. Toll Free Support.  The vendor shall provide toll free support during the warranty or 

extended maintenance period for the hardware and software that is being bid.  

Additionally, a means of dialing the vendor's product support technicians directly 

from the island key reader is desired. 

 

3. Customer Training.  The vendor shall provide a customer onsite training of system 

operators.  There shall be no charge for the training.  

 

4. Surge Protection.  The system shall have surge (lightning) protection on the AC 

power line and on the telephone line.  Surge protection shall be designed specifically 

for the voltage and current requirements of fuel management systems. 

 

K.  DESIGN.   

 

1. Operability. The equipment shall be simple to operate and supplied with operating 

instructions. The computer and data collection/download interface shall require a 

minimum of operating instructions and require little or no prior computer operating 

experience. 

 

2. Maintainability. Suitable clearance and access shall be provided to all maintainable 

points. The system shall be of modular construction and have circuit 

boards/components that are replaceable by the user.  If available, the bidder should 

provide documentation from an outside source indicating the time required for 

replacing components.   
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3. Environment.  The vehicle operator interface with the equipment will be outdoors and 

exposed to the elements. Thus, the fuel island unit must have an operating range of 

-60 degrees F to +122 degrees F and withstand rain, snow, and blowing sand.  The 

system shall have been tested by an independent environmental testing organization 

to provide outside affirmation of environmental limits. 

 

4. Services. This equipment shall be designed to operate from 120-volt AC, 60 Hz 

single phase power. 

 

5. Safety.  The equipment shall be provided with all necessary safety devices and guards 

to protect the operator.  All primary operator control buttons, switches, etc. shall be 

grouped and mounted in a location affording the operator convenient access to the 

controls.  Essential safety operating instructions shall identify safety and health 

hazards associated with the equipment and the procedures and practices necessary for 

safe operations.  Placards shall be provided to warn operator or maintenance 

personnel of hazardous areas which could cause injury.  Installation manuals and 

maintenance manuals shall include all necessary safety and hazardous conditions 

warnings. 

 

6. Training.  The supplier shall provide on-site training of personnel in the functions of 

operation, maintenance, and repair as they apply to each specific item of equipment. 

Supervisors and operators at each refueling site will be provided training in the 

operation of the island fuel management units.  Training on software may be 

conducted on-site or via a remotely located computer on line with the central 

controller (PC) operator. 

 

L.  MAINTENANCE AND SPARE PARTS. 

 

1. Spare parts.  The manufacturer shall agree to sell spare parts for the operating life of 

the equipment, estimated to be 10 years.  The vendor shall provide any 

documentation that supports the assertion that spare parts will be available for 10 

years. 

 

M.  WARRANTY.  The Manufacturer shall warrant parts for the equipment supplied for a 

period of one (1) year.  All replacement parts shall be provided by the Manufacturer for 

this one (1) year period, except those required by acts of nature (i.e., flood, lightning, etc.). 

 

2.2  System Components – Electronic Commercial Dispenser Specifications, 2- Product, 2- Hose as 

described below. 

 

A.  Configuration Including two free standing pump dispensers with two hose each for diesel 

and gas: 

 

1.  Two fuel dispensers with two hoses each (diesel and gas) for dispensing two fuel 

products from two hose outlets on independent dispensers.   

 

2. Dispensers shall be equal to Wayne Reliance Fleet two product two hose dispenser 

(high lift hoses), 10:1 pulser, internal filter, light, two stage solenoid valve, silver 

sides with white bottom. 



YORK PUBIC WORKS FACILITY  September 13, 2021 

YORK, MAINE   

 

STI 19085 FUEL TANKS AND PUMPS 118300 - 6 
      

 

 

3. All piping, controls, electrical and communications components for complete 

operating system integrated with the fuel management system. 

 

 

B. Performance. The dispensers shall have: 

 

1. A maximum flow rate of twenty-four (24) gallons per minute (90 liters per minute). 

 

2. A bolted interlocking frame design for ease of frame repair. 

 

3. A corrosion resistant frame. 

 

4. Stainless steel top cover. 

 

5. Stainless steel side panels. 

 

6.  Black powder coated, corrosion-resistant hinged upper cabinet door. 

 

7. Hinged lower doors are stainless steel. 

 

8. Hinged doors secured by locks. 

 

9. A rain channel diversion design and gasket seal around the door prevents rain or 

snow from entering the electronic enclosure. 

 

10. Removable product ID panels. 

 

11. Durable hose hanger hook on the side frame adjacent to each nozzle boot. Hose 

hanger shall have high lift apparatus. 

 

12. Nominal dimensions as follows: 

• Low hose style cabinet - 60"H x 30"W x 20"D. 

 

 

13. Electrical Power Requirements. The dispensers shall have: 

 

• Provision to operate the electronic controls with nominal voltage of 115v 

60Hz, 

 

14. Intrinsically safe optical pulser that is self-monitoring to prevent product flow in 

the event of a malfunction. This pulser shall have provision to attach a wire seal 

to make it tamper-proof. 

 

15. Accumulative, non-resettable mechanical totalizer for hose totals.  

 

16. Fuel Compatibility. The dispenser shall have: 

• Compatibility with standard motor fuels as defined: 

Product 1: Unleaded gasolines containing less than 10% Alcohol blends. 

Product 2: Standard Diesel fuel. 



YORK PUBIC WORKS FACILITY  September 13, 2021 

YORK, MAINE   

 

STI 19085 FUEL TANKS AND PUMPS 118300 - 7 
      

 

 

17. Product ID panels to read: 

• Product ID Panel 1: Label: UNLEADED REGULAR; Foreground Color: 

black, Background Color: white 

• Product ID Panel 2: Label: DIESEL ON ROAD; Foreground Color: 

black; Background Color: white 

 

18. Approvals. The pump shall have: 

• Underwriters Laboratories listing for the use for which it is intended. The 

U.L. label shall be permanently affixed to the side of the pump. 

• N. T. E. P. Certificate of Conformance for the use for which it is 

intended available upon request. 

 

19. Inclusion of an explosion proof lower cabinet junction box. Wiring from junction 

box to upper cabinet area furnished and installed by others. 

 

20. Second conduit for isolating communication to a peripheral device. 

 

21. Equipment and Services Furnished and Installed. 

 

22. Hanging Hardware Package Description 

• (2) 1" by 20-foot-long swivel break away, auto shut off hose with 

hanging hardware package for diesel fuel.   Include high hose retrieve 

assemblies. 

• (2) ¾” by 12-foot-long swivel break away, auto shut off hose with 

hanging hardware package for gasoline. 

• All hanging hardware shall be U.L. Listed devises and shall have 

material compatibility with the product being installed. 

• Each Hose Outlet of the specified model cabinet shall have the above 

hanging hardware package furnished and installed. 

 

 C. STANDARDS 

 

 1.The manufacture and installation of aboveground storage tank systems described in this 

section shall adhere to the following standards and regulatory requirements: 

 

• Standard for Steel Aboveground Tanks for Flammable and Combustible Liquids, 

Standard UL 142; Control Equipment for Use With Flammable Liquid 

Dispensing Devices, UL 1238; Pipe Connectors for Flammableand Combustible 

Liquids, UL 567; Powered-operated Dispensing Devices for Petroleum Products, 

UL  87; Valves for Flammable Fluids, UL 842; UL Listed Non-Metal Pipe, UL 

971; Underwriters Laboratories Inc., 333 Pfingsten Road, Northbrook, Illinois 

60062. (847) 272-8800. 

• Recommended Practices for Installation of Aboveground Storage Systems for 

Motor Vehicle Fueling, PEI/RP200; Recommended Practices for Installation and 

Vapor Recovery Systems. 

• Standard for Aboveground Tanks with Integral Secondary Containment, F-921®, 

Appendix D; Installation and Testing Instructions for Flameshield™ 

Aboveground Storage Tanks, R001-00; Recommended Practice for Corrosion 
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Protection of Underground Piping Networks Associated with Liquid Storage and 

Dispensing Systems, R892; Standard for Inspection of In-Service Shop 

Fabricated Aboveground Tanks for Storage of Combustible and Flammable 

Liquids, SP001-00, Steel Tank Institute, 570 Oakwood Road, Lake Zurich, IL 

60047 (847) 438-8265. 

• Flammable and Combustible Liquids Code, NFPA 30, most current, National 

Fire Protection Association. 

• Automotive and Marine Service Station Code, NFPA 30A, most current, 

National Fire Protection Association. 

• National Electric Code, NFPA 70, most current, National Fire Protection 

Association.  

• National Fire Prevention Code, most current, Building Officials and Code 

Administrators  

• Standard Fire Prevention Code, most current, Southern Building Code Congress 

International  

• Occupational Safety and Health Standards, particularly Flammable and 

Combustible Liquids, 29CFR 1910.106, Personal Protective Equipment 29CFR 

1910 Subpart I, Excavations 29CFR 1926.650 Subpart P, U. S. Department of 

Labor, Occupational Safety and Health Administration (OSHA), Washington, 

D.C.  

• Clean Water Act and Oil Pollution Act of 1990, Spill Prevention, Control and 

Countermeasure (SPCC) Plans, 40 CFR 112, 113 and 114. 

• Applicable state and local regulations and ordinances 

 

 

PART 3 - EXECUTION 

 

3.01 Delivery of materials and erection shall be in accordance with industry practices. 

 

3.02 Installation:  Installation and all other work necessary to provide a completed and operational re-

fueling facility shall be done in accordance with manufacturer's recommendations, specifications, 

contract drawings and in accordance with all applicable building, electrical and mechanical codes. 

 

 

 

END OF SECTION 118300 



METAL BOLLARD DETAIL


